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1. SEE SPECIFICATION SECTION 01 00 00, GENERAL
REQUIREMENTS, FOR CONSTRUCTION PHASING
REQUIREMENTS.
WATER METER SCHEDULE
| METER RANGE
| WATER | WATER EX. PIPE METER | VELOCITY, FPS| FLOW, GPM
METER PRESS., | TEMP., SIZE, SIZE,
NO. SERVES TYPE PSIG DEG—F INCHES INCHES MIN | MAX. | MIN | max. | REMARKS, NOTES
_ZI.._I_ZM 133 H
FWM—01| BOILER 1 VORTEN 175 212 2 1 15 | 3201 37 | 783 | ———
FWM—02 | BOILER 2 IN—LINE 175 212 2" 17 15 | 320 | 37 | 783 | ———
VORTEX : : : :
FWM—03 | BOILER 3 IN-LINE 175 212 2.5 1.5 15 | 320 | 83 [176.3] ——-
VORTEX . : : : . :
FWM—04 | BOILER 4 IN—LINE 175 212 2.5 1.5 15 | 320 ] 83 |176.3]| ——
VORTEX . : : : : :
. |CONDENSATE| POS. DISPL./ L L " e
MU—-01 TANK YURBINE 110 1.5 0.7 | 21.8 1 4.0 }120.0
AIR COMPRESSOR SCHEDULE IN-LINE VORTEX SHEDDING STEAM METER SCHEDULE
AR DISCHARGE | TANK MOTOR DATA METER RANGE
COMPR. | SYSTEM/ DELIVERY,| PRESSURE, |CAPACITY, |—
NO. LOCATION | SERVICE CFM PSIG GALLONS| HP VOLTS | PHASE | REMARKS, NOTES STEAM | EX. PIPE METER | VELOCITY, FPS| FLOW, PPH
METER PRESS., SIZE, SIZE, REMARKS. NOTES
AC—1 | PUMP RM. | PLANT AIR 40 100 100 10 460 3 EXISTING TO REMAIN NO. SERVES PSIG INCHES INCHES MIN | MAX. | MIN | MAX. .
. 3 ” \m \“ q u .
AC—2 | PUMP RM. | PLANT AIR 40 100 120 10 460 3 BACK—UP, NOTE 1 SM-01 | BOILER 1 13 6 4 13.14 1 300 | 1,195 27,275
AC—3 BOILER 1 |ATOMIZATION 40 125 30 15 460 3 NOTE 2, 4. SM-02 | BOILER 2 15 6 4 13141 300 | 1,195 127,275 —-
~ » » , 61,375| ——
AC—4 | BOILER 4 |ATOMIZATION| 80 125 30 20 460 3 NOTE 3. 4. SM-03 | BOILER 3 115 8 6 13.14 1 300 | 2,690 161,375
. — — — - ||| — — — — SM—04 | BOILER 4 115 8" 6" 13.14 | 300 | 2,690 61,375 ——
NOTES 1. PLANT AIR COMPRESSOR: CHAMPION MODEL NO. HPL 10-12, SM—05 | HOSPITAL 60 10" / 8" 6” 17.05 | 300 | 2,075 |36,460| —-
PL SERIES CBSPLA, OR APPROVED EQUAL.
2. ATOMIZATION COMPRESSOR: CHAMPION MODEL NO. BPL—15F, SM—06 | NURSING 115 3" " 13.14 | 300 | 1,195 27,275 —-
PL SERIES CBBPLA, OR APPROVED EQUAL FOR BOILER NO. 1.
3. ATOMIZATION COMPRESSOR: CHAMPION MODEL NO. BPL—20, ~ , , B
PL SERIES CBBPLA, OR APPROVED EQUAL FOR BOILER NO. 4. SM=07 | ATOMIZING 1S 4 3 13.14 1 300 | 300 | 6,820
4. PROVIDE EXTERNAL VERTICAL AIR RECEIVER.
FEED WATER CONTROL VALVE SCHEDULE FUEL OIL METER SCHEDULE
EX. MIN. MAX. MAX. MAX. EX. PIPE| METER METER FLOW RANGE, GPM
PIPE FLOW MAX WATER INLET | OUTLET SHUT- METER SIZE, SIZE, REMARKS. NOTES
VALVE | SYSTEM/ SIZE, VALVE | COEFF., | FLOW, | TEMP., | PRESS., | PRESS,, OFF NO. SERVES TYPE INCHES INCHES MIN MAX. .
NO. | LOCATION | INCHES | SIZE Cv GPM | DEG-F | PSIG PSIG | LEAKAGE | REMARKS, NOTES SOSTTIVE - -
FOM—01 | BOILER 1 | cormoement | 374 3/4 1.0 30.0 S
FWW—=01 | BOILER 1 ” 17 5.5 40 212 175 120 CLASS IV | —=—— YTy
FOM=02 | BOILER 2 |5 bl acement| /4 3/4” 1.0 30.0 S
FWW—02 | BOILER 2 2" 17 5.5 40 212 175 120 CLASS IV | ——— Yy
FOM=03 | BOILER 3 | g shiacevent| /4 3/4” 1.0 30.0 _
FWW—03 | BOILER 3 25" 1” 11.0 80 212 175 120 CLASS IV | ——-— Yy
FOM—04 | BOILER 4 3/4” 3/4” 1.0 30.0 —_—
» , DISPLACEMENT
FWW—04 | BOILER 4 2.5 1 11.0 80 212 175 120 CLASS IV | ——-
NATURAL GAS METER SCHEDULE
EX. PIPE| METER METER | METER FLOW RANGE, SCFH
METER SIZE, SIZE, INLET,
NO. SERVES TYPE INCHES | INCHES PSIC MIN MAX. REMARKS, NOTES
GM-01 | BOILER 1 VORTEX —— 4" 0.25 1,200 18,000 ——
3 GM—02 | BOILER 2 VORTEX - 4” 0.25 1,200 18,000 —
S
3 GM—-03 | BOILER 3 |  VORTEX —— 6" 0.25 1,750 35,000 -
g GM—04 | BOILER 4 VORTEX _— 6” 0.25 1,750 35,000 ——
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